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1. ALL VALVES SHALL BE RESILENT WEDGE OWLY. APPROVED WALVES ARE: LS. PIPE METROSEAL 250—4-—16 IMCH,
KEMNEDY KEN—SEAL Il — 4 12 INCH, WATERCUS SERIES 500 — 4 12 INCH AND MUELLER SERIES A-2360 — 4
12 INCH.

2. M RURAL AREAS, PLACE HYDRANTS 2 FEET OFF OF SHOULDER.
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